Abstract: This paper proposes voltage-stability based on congestion management (CM) for electricity market environments and considers the incorporation of wind farms into systems as well. A probabilistic voltage-stability constrained optimal power flow (P-VSCOPF) is formulated to maximize both social welfare and voltage stability. To reflect the probabilistic influence of CM in the presence of wind farms on voltage stability, Monte Carlo simulations (MCS) are used to analyze both the system load and the wind speed from their probability distribution functions. A multi-objective particle-swarm optimization (MOPSO) algorithm is implemented to solve the P-VSCOPF problem. A contingency analysis based on the voltage stability index (VSI) for line outages is employed to find the vulnerable line of congestion in power systems. The congestion distribution factor (CDF) is also used to find the optimal location of a wind farm in CM. The optimal pricing expression, which is obtained, with respect to preserving voltage stability, by calculating both the locational marginal prices (LMPs) and the nodal congestion prices (NCPs), is demonstrated in terms of congestion solutions. Simultaneously, the voltage stability margin (VSM) is considered within the CM framework. The proposed approach is implemented on a modified IEEE 24-bus system, and the results obtained are compared with the results of other optimal power flow methods.
Introduction
Congestion management (CM) is one of the most critical transmission problems of open access environments [1] . Congestion occurs in a power market if the transmission system is incapable of adjusting all of the desired transactions because of the existence of system violations [2] . System congestion may also threaten the reliability of the power system by making it more vulnerable to sudden disturbances. It may also impede market efficiency, forcing consumers to reduce their electric power consumptions because of the rises in market prices. As the organizations responsible for maintaining power system security efficiently, independent system operators (ISOs) have to mitigate congestion problems by using market-based tools and/or effective operating facilities [3] . Market-based techniques using both locational marginal prices (LMPs) and nodal congestion prices (NCPs) have been proposed to manage and relieve transmission congestion [4] . The LMP is the generation marginal cost of meeting both the power demands and the transmission losses at a specific node, and the NCP is the cost of satisfying network security parameter limits. Consequently, the market price structure both provides the marginal cost of generating units and indicates the system method, which employed a loading margin, the ISO paid more for security enhancement. In [20] , a method for ensuring voltage security after the implementation of CM was proposed. However, it did not consider the diverse effects of different loads on the voltage security. In addition, due to the complexities of power-system stability problems, both the solution spaces resulting from inter-area power transfer problems and the system stability boundaries may become complicated. As such, traditional optimization techniques can occasionally fail or encounter numerical difficulties with objective functions. In contrast, both particle swarm optimization (PSO) and differential evolution are powerful population-based searching algorithms [21] . However, transforming a typical single-objective PSO into a multi-objective PSO requires reestablishing both the best local and global individuals to seek a front of optimal solutions.
In this paper, we propose an approach to solving CM problems, focusing in particular on both voltage stability and wind farms in the electricity market. The problem is modeled as a probabilistic voltage-stability constrained optimal power flow (P-VSCOPF) to maximize both the social welfare and the voltage stability margin. A multi-objective particle swarm optimization (MOPSO) algorithm is used to determine the P-VSCOPF solution for mitigating the transmission congestion problem. Since wind speed is a random variable and load forecasting contains uncertainties as well, we apply a probabilistic approach based on Monte Carlo simulations (MCSs). The contingency analysis for line outages is also considered by using the voltage stability index (VSI). The optimal sites of wind farms are determined based on the congestion distribution factor (CDF), and the voltage stability margin (VSM) is considered within the CM framework. Simultaneously, optimal pricing expressions for relieving congestion are derived with linear programming (LP).
Uncertainty Analysis and Wind Farm Modeling

Wind Speed
Wind speed is a random variable, and its fluctuations over a period are expressed by probability distribution functions. In general, wind speed can be described using either a two-parameter Rayleigh or a Weibull distribution [22] . The Rayleigh distribution is the simplest distribution used to describe average wind speed because it has only a single model parameter: b. Its probability distribution and cumulative distribution functions are, respectively, 
As a distribution recommended in literature, the Weibull distribution is also widely utilized to both represent wind speed distribution and compute wind energy potential [23] . It is thought to fit the probability distribution for wind speed better than the Rayleigh distribution does because of its more flexible shape granted by its additional parameter. The probability density function of the Weibull distribution is formulated as 
The Weibull distribution has a two-parameter function characterized by both a and k. These parameters determine the wind speed necessary for the optimum performance of a wind-energy conversion system. A survey of the literature indicates that the shape parameter of the Weibull distribution for estimating the global wind energy conditions ranges from 1.2 to 2.75. The cumulative distribution function of the Weibull distribution, which gives the probability of the wind speed, is expressed as
System Load
To reflect a proper probabilistic approach, the uncertainty in the system load must be considered. The pattern of the system load is assessed by accumulating the consumption periodically over daily, weekly, or monthly periods. Uncertainties related to the predicted load data are usually considered by using a normal distribution with a standard deviation. A normal probability distribution function can be expressed as
Wind Turbine Modeling
The power output of a wind turbine is associated with the wind speed, which is converted to electrical power by different types of wind turbine generators. Our model representing a wind turbine's power is given by Figure 1 shows the representative power curve for a wind turbine. The cut-in wind speed S cut−in is the minimum speed required to generate power. If the wind speed reaches the cut-in value, power is generated by the wind turbine. The generator produces the machine's rated power P w,rated when the wind speed reaches the rated wind speed S rated . As shown in Figure 1 , power production is almost constant between S rated and S cut−out . At the cut-out wind speed S cut−out , power generation is shut down to protect the wind turbine from damage and defects, and the power output becomes zero. 
System Load
To reflect a proper probabilistic approach, the uncertainty in the system load must be considered. The pattern of the system load is assessed by accumulating the consumption periodically over daily, weekly, or monthly periods. Uncertainties related to the predicted load data are usually considered by using a normal distribution with a standard deviation. A normal probability distribution function can be expressed as ( )
Wind Turbine Modeling
The power output of a wind turbine is associated with the wind speed, which is converted to electrical power by different types of wind turbine generators. Our model representing a wind turbine's power is given by Recently, both permanent magnet synchronous generators (PMSGs) and doubly fed induction generators (DFIGs) have begun to be used more widely [24] . PMSG wind turbines have more highly reliable operations, lower maintenance expenses, and smaller weights with simpler structures than DFIG wind turbines do. Accordingly, this paper focuses on PMSG wind turbines. Maximum power point tracking control is usually employed to maximize the turbine energy-conversion efficiency through the regulation of the rotational speeds of variable-speed wind turbines. Depending on the wind's aerodynamic conditions, the power captured by the wind turbine can be maximized versus Recently, both permanent magnet synchronous generators (PMSGs) and doubly fed induction generators (DFIGs) have begun to be used more widely [24] . PMSG wind turbines have more highly reliable operations, lower maintenance expenses, and smaller weights with simpler structures than DFIG wind turbines do. Accordingly, this paper focuses on PMSG wind turbines. Maximum power point tracking control is usually employed to maximize the turbine energy-conversion efficiency through the regulation of the rotational speeds of variable-speed wind turbines. Depending on the wind's aerodynamic conditions, the power captured by the wind turbine can be maximized versus rotational speed characteristics by adjusting the coefficient G p , which represents the aerodynamic efficiency of the wind turbine and is a function of the tip speed ratio (TSR). The maximum mechanical output power of the wind turbine is then defined as
The optimal TSR of the mechanical output is given as
For the PMSG wind turbine modeled in this paper [24] , the maximum value of the power coefficient (G p,opt = 0.4412) is obtained according to the optimal value of the TSR (γ w,opt = 6.9) calculated using (8) . Because wind farms consist of several PMSG wind turbines, the power coefficient of a wind farm located at bus i is the sum of the active powers generated by the wind turbines, given by
Proposed Congestion Management Approach
P-VSCOPF
Power systems, including wind farms, are open systems. This means that any external parameter can influence their functionalities, which can lead to rather uncertain systems. The proposed OPF for CM is implemented as a P-VSCOPF, which is a nonlinear, multi-objective optimization problem. A probabilistic method has been developed using MCSs that apply random sampling of the uncertain parameter probability density function to solve the problems. In our study, a multi-objective OPF is formulated as
The objective function contains both social welfare and maximum loading margins with weighting factors of w 1 > 0 and w 2 > 0. Here, we assume that w 1 = (1 − w) and w 2 = w, (for 0 < w < 1). The value of the weighting factor is increased so that stability takes precedence over cost. Hence, the system becomes more stable and has higher operating costs.
The equality and inequality constraints for the problem are as follows: Power flow equations:
Supply and demand bid blocks:
Generation reactive power limit:
Thermal limit:
Voltage security limit:
Loading margin:
Here, the subscript c represents the system's maximum loading condition. Equation (12) is related to a loading parameter, which guarantees that the system network has the required margin of voltage stability. The generation and load in the present state, with the loading parameter λ c , are expressed as
In the proposed P-VSCOPF-based approach, the critical loadability λ c can be expressed as a measure of system congestion. The loadability is maximized to receive the impact of the voltage stability limit. Therefore, the total maximum loadability (TML) and the available loading capability (ALC) can be defined, respectively, as
Here, TTL is the total transaction level at the current operating point. In Equation (29) , the ALC is computed for the product of λ c and TTL.
Stability Margin
To make the system more robust against voltage-related disturbances, a suitable level of voltage stability should always be maintained in the power system. The continuation method is used as a tool for voltage security studies in [25] . In this work, the VSM is applied to measure the voltage stability, and the load is assumed to be of the constant-power type. Figure 2 illustrates the bifurcation curve between the power and the voltage. In the P-V curve, the maximum value of the loading parameter, from the base case up to the saddle node bifurcation (SNB) point, which is regarded as the voltage collapse point, indicates the VSM, which is described as the loading distance between the base case and the SNB point in voltage collapse: 
Here, the subscript c represents the system's maximum loading condition. Equation (12) is related to a loading parameter, which guarantees that the system network has the required margin of voltage stability. The generation and load in the present state, with the loading parameter c λ , are expressed as
In the proposed P-VSCOPF-based approach, the critical loadability c λ can be expressed as a measure of system congestion. The loadability is maximized to receive the impact of the voltage stability limit. Therefore, the total maximum loadability (TML) and the available loading capability (ALC) can be defined, respectively, as
Here, TTL is the total transaction level at the current operating point. In Equation (29) , the ALC is computed for the product of c λ and TTL.
To make the system more robust against voltage-related disturbances, a suitable level of voltage stability should always be maintained in the power system. The continuation method is used as a tool for voltage security studies in [25] . In this work, the VSM is applied to measure the voltage stability, and the load is assumed to be of the constant-power type. Figure 2 illustrates the bifurcation curve between the power and the voltage. In the P-V curve, the maximum value of the loading parameter, from the base case up to the saddle node bifurcation (SNB) point, which is regarded as the voltage collapse point, indicates the VSM, which is described as the loading distance between the base case and the SNB point in voltage collapse:
Equation (30) illustrates that a greater VSM results in a more stable system from a voltage stability viewpoint. On the other hand, a stressed power system typically experiences a low VSM. Equation (30) illustrates that a greater VSM results in a more stable system from a voltage stability viewpoint. On the other hand, a stressed power system typically experiences a low VSM.
Sensitivity Analysis
VSI Analysis
Steady-state voltage stability analysis includes the determination of an index called the VSI, which is an approximate measure indicating both the most critical bus and the closeness of the system to voltage collapse. To determine the most critical and congested line between buses i and j, contingency ranking is implemented by determining the voltage collapse point from the post-contingency operating conditions. The maximum loading point will move in accordance with variations in both the system topology and the control variables if transmission line outages occur. Since some sensitivity exists between the loading margin and the transmission parameters, a new sensitivity-based branch outage contingency ranking method [26] is used in our study to carry out the contingency selection. This is computed using both the power flow variables and the loading parameter with respect to changes in the transmission line flows. The VSI can be found from the following equation:
In order to evaluate the weight of each line, a scaling method involving lines with heavy loads is applied. From Equation (31), the contingency line must be the most vulnerable line according to the smallest voltage stability margin. This line is ranked at the top of the list. This technique ranks the contingencies correctly with respect to their impacts on the VSM. The VSI can be used as a real-time operational tool because of its low computational effort requirements. In addition, the VSI is similarly associated with a security cost, which is defined as the amount expended on security improvements to satisfy the N − 1 criterion. The security cost contains the additional costs incurred by the system to ensure N − 1 security.
CDF
The optimal location of a wind farm can also be obtained through a sensitivity analysis with respect to the power flow injection of any bus n. This analysis introduces information about the variations in power transfer, and therefore, about loading the system with respect to the variations in the power injection of any bus. This study utilizes these sensitivity factors, called CDFs, which are based on the VSI. The derivation of the CDF is given in Appendix A, and the factors are obtained as
MOPSO Algorithm
The optimization model of P-VSCOPF involves highly complicated implementations of both the objective and constraint equation differentials. To overcome the major restrictions faced by many traditional methods, evolutionary computation algorithms (e.g., PSO or differential evolution) can be used as reliable alternatives in many complex engineering optimization applications [17] . In this paper, the MOPSO based on the Newton-Raphson method is used as the optimization algorithm for the P-VSCOPF problem. The proposed MOPSO is suitable for solving constrained, nonlinear optimization problems. This technique can be managed easily, and it provides good convergence characteristics with high computing efficiencies compared to conventional PSO. Moreover, it obtains good starting values for the initial population before the PSO process begins by using the Newton-Raphson method. Thus, it offers a better performance in finding the optimal Pareto front.
The velocity and position vectors of a particle in an n-dimensional space are given by
The best position calculated by a particle is
The particle among all of the particles in the population that has the best position can be represented as
The position and velocity of each particle, updated after (k + 1), steps is calculated by
The velocity of the ith individual during the (k + 1)th iteration can be computed by
Finally, the inertia weight parameter W can be expressed as Figure 3 shows the MOPSO process. This application is used to check the feasibility of the non-dominated solutions. The best position calculated by a particle is
The position and velocity of each particle, updated after (k + 1), steps is calculated by 
Finally, the inertia weight parameter W can be expressed as Figure 3 shows the MOPSO process. This application is used to check the feasibility of the non-dominated solutions. 
Price Analysis
The LMPs are the key factors in both managing the transmission congestion and identifying the spot price. The LMPs are utilized by using a linear programming (LP) approach to compute the power dispatch schedules while simultaneously maximizing the social welfare function. Network 
The LMPs are the key factors in both managing the transmission congestion and identifying the spot price. The LMPs are utilized by using a linear programming (LP) approach to compute the power dispatch schedules while simultaneously maximizing the social welfare function. Network congestion causes LMP differences at the buses. These should be minimized to relieve the congestion while also keeping their values as low as possible. LMPs are commonly associated with both the bidding costs and the dual variables (Lagrange multipliers) of the power flow equation [25] . The Lagrange multiplier is the shadow price for the load flow constraints of the OPF, and it describes each congested transmission line on the network. A higher multiplier means, in general, a greater influence of the corresponding congested transmission line on the prices at each location. Using Equations (10)- (27) , the expressions for the LMPs are computed to be
Equation (40) contains terms related to the loading parameters, which consider the generation marginal cost of the electricity responsible for both supply and demand, including the system losses of each transmission line. Note that the LMPs have additional terms that rely on the voltage security constraints. Thus, these equations represent the manner in which the voltage stability coordinates the existing prices.
This paper also proposes NCPs to both maintain network security parameter limits and send an appropriate signal based on the price of electricity. Equation (40) can be used to perform a decomposition calculation in order to obtain NCPs that are associated with the transmission line limits. The equation to determine the NCP is given as
which shows that the NCPs not only involve transmission congestion but also estimate the degree of congestion severity. After clearing the electricity market from the P-VSCOPF solution, our work uses an LMP payment mechanism for the CM as a cost settlement process that is performed according to the market participants' contributions to both the system congestion and the system losses [26] . In doing so, the total ISO payment is computed as the difference between the supplier and consumer payments as
Overall, the proposed approach is implemented sequentially, as shown in Figure 4 .
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Overall, the proposed approach is implemented sequentially, as shown in Figure 4 . 
Simulation Results
The validity applying of the proposed approach to CM was evaluated using the modified IEEE-24 bus system, as shown in Figure 5 . This system consisted of ten generating plants connected by 11 buses, 38 transmission lines, and 17 loads [27] , with bus 13 designated as a slack bus. To solve the P-VSCOPF problem, the maximum number of MOPSO algorithm iterations was set to 100. r 1 and r 2 were uniform random factors that were assigned values between 0 and 1 both at each step and for each particle in the swarm in order to add randomness to the velocity update. The inertia weight W was decreased from 0.9 to 0.4 for different iterations. Each of the acceleration coefficients c 1 and c 2 were set equal to 2 in order to achieve a stochastic factor with a mean value of unity. The simulation results were analyzed using the power system analysis toolbox (PSAT) for both MATLAB (version, Manufacturer, City, US State abbrev. if applicable, Country) and GAMS (version, Manufacturer, City, US State abbrev. if applicable, Country) in the optimization package [28] .
The validity applying of the proposed approach to CM was evaluated using the modified IEEE-24 bus system, as shown in Figure 5 . This system consisted of ten generating plants connected by 11 buses, 38 transmission lines, and 17 loads [27] , with bus 13 designated as a slack bus. To solve the P-VSCOPF problem, the maximum number of MOPSO algorithm iterations was set to 100. 1 r and 2 r were uniform random factors that were assigned values between 0 and 1 both at each step and for each particle in the swarm in order to add randomness to the velocity update. The inertia weight W was decreased from 0.9 to 0.4 for different iterations. Each of the acceleration coefficients 1 c and 2 c were set equal to 2 in order to achieve a stochastic factor with a mean value of unity. The simulation results were analyzed using the power system analysis toolbox (PSAT) for both MATLAB (version, Manufacturer, City, US State abbrev. if applicable, Country) and GAMS (version, Manufacturer, City, US State abbrev. if applicable, Country) in the optimization package [28] . 
Probability Distributions of Wind Power and Load
In consideration of the probabilistic variability of both wind speeds and loads, an MCS is conducted to select both the wind power and the system load as input variables. To estimate the Weibull parameters of wind speeds, two years of historical wind speed data were collected from a wind turbine in Seongsan-eup on Jeju Island, South Korea [29] . These data were used as the input for a 2-MW PMSG wind turbine. Our study assumed that wind power generation consumes no fuel. Figure 6 illustrates the cumulative distribution curve of the power output based on a 2-MW wind turbine using an MCS with 1000 samples. The mean value of the wind power output is approximately 1 MW. The normally distributed system load uncertainty is shown in Figure 7 . It is considered using the mean value of the period in which congestion occurs more frequently. For 
In consideration of the probabilistic variability of both wind speeds and loads, an MCS is conducted to select both the wind power and the system load as input variables. To estimate the Weibull parameters of wind speeds, two years of historical wind speed data were collected from a wind turbine in Seongsan-eup on Jeju Island, South Korea [29] . These data were used as the input for a 2-MW PMSG wind turbine. Our study assumed that wind power generation consumes no fuel. Figure 6 illustrates the cumulative distribution curve of the power output based on a 2-MW wind turbine using an MCS with 1000 samples. The mean value of the wind power output is approximately 1 MW. The normally distributed system load uncertainty is shown in Figure 7 . It is considered using the mean value of the period in which congestion occurs more frequently. For statistical purposes, the normal distribution representing the load uncertainty can be obtained with a standard deviation of 5%.
statistical purposes, the normal distribution representing the load uncertainty can be obtained with a standard deviation of 5%. 
Optimal Locations of Wind Farms
The optimal sites of wind farms with respect to CM were obtained via a CDF based on VSI. In consideration of the contingency analysis, the ten highest transmission-line VSI values were calculated, and the results are shown in Table 1 . Note that the line outage between buses 3 and 24 was the most severe because it had the smallest security margin. The critical line, which had the highest security margin value, was considered a potential candidate for CM. These CDFs are obtained based on the VSI data and are given in Table 2 . Higher CDFs values indicate that the lines are more critical to power transfer in the transmission lines. Table 2 illustrates that the power injections of bus 3 are the biggest influence on the power flowing through this line. Based on the CDFs results, we find that suitable wind farm locations are typically among the load-side buses. As shown in Figure 5 , a wind farm was placed at bus 3, which was the optimal location regarding CM. This wind farm was composed of 300 PMSG wind turbines rated at 2 MW each. The total wind power capacity of 600 MW represented approximately 20% of the total generation capacity. statistical purposes, the normal distribution representing the load uncertainty can be obtained with a standard deviation of 5%. 
The optimal sites of wind farms with respect to CM were obtained via a CDF based on VSI. In consideration of the contingency analysis, the ten highest transmission-line VSI values were calculated, and the results are shown in Table 1 . Note that the line outage between buses 3 and 24 was the most severe because it had the smallest security margin. The critical line, which had the highest security margin value, was considered a potential candidate for CM. These CDFs are obtained based on the VSI data and are given in Table 2 . Higher CDFs values indicate that the lines are more critical to power transfer in the transmission lines. Table 2 illustrates that the power injections of bus 3 are the biggest influence on the power flowing through this line. Based on the CDFs results, we find that suitable wind farm locations are typically among the load-side buses. As shown in Figure 5 , a wind farm was placed at bus 3, which was the optimal location regarding CM. This wind farm was composed of 300 PMSG wind turbines rated at 2 MW each. The total wind power capacity of 600 MW represented approximately 20% of the total generation capacity. 
Solution Results and Comparison
To verify the effectiveness of the proposed approach, the performances of conventional OPF, VSCOPF, and P-VSCOPF with respect to CM were compared for the modified IEEE-24 bus system. In our study, all three methods were utilized to consider the optimal installation of the wind farm in bus 3, which is obtained through a CDF based on VSI. However, both conventional OPF and VSCOPF, which take into account only the mean values of loads and the wind farm's output, do not consider the probabilistic effects between the loads and the wind farm's variability. Meanwhile, P-VSCOPF consists of two parts: an MCS for selecting both the wind output and load input variables and MOPSO for solving the multi-objective optimization problem. It was implemented based on 1000 MCS trials. Table 3 presents the optimal solution results for P-VSCOPF. Note that these results represent the mean values of 1000 MCS trials based on MOPSO. The power generation (P G ) in bus 3, which was connected to the wind farm, was 295.1 MW. This value was determined by the performance of 1000 MCSs with probabilistic variables taken into account. Figure 8 reveals the estimates of the Pareto optimal front, which relates Pay ISO and the loading parameter λ c . Note that the Pareto optimal front of the test system exhibits highly nonlinear relationships between the social welfare and the voltage stability margin. A suitable range for the weighting factors is approximated to be 0.4-0.8. In fact, for values smaller than 0.4, system security can almost be ignored, and for values higher than 0.8, market power will happen. On the other hand, with respect to the weighting factors within this range, an importance of between 0.4 and 0.8 was assigned to the voltage security. Therefore, we assume that the results of our work apply to test systems with w = 0.6. Figure 9 compares the LMPs and the NCPs. As shown in Figure 9a , for CM, the LMP differences were less with P-VSCOPF than they were with either the conventional OPF or VSCOPF. It is clear that the congestion problems were resolved by minimizing the LMP differences and then maintaining them at the lowest possible levels. As shown in Figure 9b , the range of NCP values was −0.6954 to 0.5962 $/MWh. Here, NCP values at bus 13 (the slack bus) were zero. Lower NCP values indicate lower congestion in the test system. The congestion mitigation of P-VSCOPF was the most effective among those of all of the methods, since the NCP of P-VSCOPF was the lowest. A comparison of the results obtained in each case reveals that the best solution for CM was obtained with P-VSCOPF. Consequently, appropriate realizations of both the voltage stability constraints and the contingency analyses not only result in a better distribution of electricity prices but also reduce the influence of system congestion. Figure 9a , for CM, the LMP differences were less with P-VSCOPF than they were with either the conventional OPF or VSCOPF. It is clear that the congestion problems were resolved by minimizing the LMP differences and then maintaining them at the lowest possible levels. As shown in Figure 9b , the range of NCP values was −0.6954 to 0.5962 $/MWh. Here, NCP values at bus 13 (the slack bus) were zero. Lower NCP values indicate lower congestion in the test system. The congestion mitigation of P-VSCOPF was the most effective among those of all of the methods, since the NCP of P-VSCOPF was the lowest. A comparison of the results obtained in each case reveals that the best solution for CM was obtained with P-VSCOPF. Consequently, appropriate realizations of both the voltage stability constraints and the contingency analyses not only result in a better distribution of electricity prices but also reduce the influence of system congestion. Table 4 shows a comparison of the optimal solutions for the three methods. Compared to both the conventional OPF and the VSCOPF, the proposed approach provides higher values for time to live (TTL), TML, and ALC. The use of enhanced LMPs also results in an improved total ISO payment, although the accrued system losses are higher according to the TTL. Meanwhile, the conventional OPF provides the lowest VSM of 364.37 MW after CM has been applied. Despite the fact that the OPF relives congestion, it does not ensure secure operations of the power network. The stability margin could be low, leading to a vulnerable network. When compared to the OPF, the VSCOPF alleviates congestion, ensuring the power system's security in terms of voltage stability. Nevertheless, the stability margin of VSCOPF remains low after congestion relief has taken place. This means that the total ISO payment should increase because of the additional set of system constraints. In addition, neither the conventional OPF nor the VSCOPF considers the probabilistic effects between the congestion and the wind farm's variability, taking only the mean value of the wind farm's output into account. On the other hand, the proposed approach not only provides the system with a larger VSM of 685.43 MW but can also relieve congestion by considering the margin of the system's stability with respect to the uncertainty in the wind farm. The ISO makes selective payments to both participants that can mitigate congestion as well as those that affect the system stability margin significantly.
To evaluate the ongoing security after CM has been executed, the voltage profiles of the buses for the three methods are shown in Figure 10 . The horizontal and vertical axes represent the bus Table 4 shows a comparison of the optimal solutions for the three methods. Compared to both the conventional OPF and the VSCOPF, the proposed approach provides higher values for time to live (TTL), TML, and ALC. The use of enhanced LMPs also results in an improved total ISO payment, although the accrued system losses are higher according to the TTL. Meanwhile, the conventional OPF provides the lowest VSM of 364.37 MW after CM has been applied. Despite the fact that the OPF relives congestion, it does not ensure secure operations of the power network. The stability margin could be low, leading to a vulnerable network. When compared to the OPF, the VSCOPF alleviates congestion, ensuring the power system's security in terms of voltage stability. Nevertheless, the stability margin of VSCOPF remains low after congestion relief has taken place. This means that the total ISO payment should increase because of the additional set of system constraints. In addition, neither the conventional OPF nor the VSCOPF considers the probabilistic effects between the congestion and the wind farm's variability, taking only the mean value of the wind farm's output into account. On the other hand, the proposed approach not only provides the system with a larger VSM of 685.43 MW but can also relieve congestion by considering the margin of the system's stability with respect to the uncertainty in the wind farm. The ISO makes selective payments to both participants that can mitigate congestion as well as those that affect the system stability margin significantly.
To evaluate the ongoing security after CM has been executed, the voltage profiles of the buses for the three methods are shown in Figure 10 . The horizontal and vertical axes represent the bus numbers and the voltage magnitudes, respectively. A good voltage profile is one of the indications of a more secure power system. The voltages of P-VSCOPF are the highest among all methods for all of the buses. Thus, P-VSCOPF not only provides a greater stability margin but also leads to a better voltage profile than the other OPF methods do. This means that the system is more robust and can maintain stability even under the most severe circumstances. numbers and the voltage magnitudes, respectively. A good voltage profile is one of the indications of a more secure power system. The voltages of P-VSCOPF are the highest among all methods for all of the buses. Thus, P-VSCOPF not only provides a greater stability margin but also leads to a better voltage profile than the other OPF methods do. This means that the system is more robust and can maintain stability even under the most severe circumstances. 
Conclusions
In this paper, a probabilistic, multi-objective approach for CM that considers both voltage stability and wind energy was proposed. P-VSCOPF was formulated as a multi-objective problem not only for maximizing social welfare but also for improving the voltage stability margin. It can be used to assist both ISOs and planners in visualizing the nonlinear relationships between power transfer levels and voltage stability margins via the MOPSO algorithm. MCSs were applied to select the input variables of both wind speed and load by using the probability distribution functions. The problem was solved using 1000 trials of an MCS. The VSI was calculated to increase the accuracy of the sorting and ranking technique in the contingency analysis. The optimal location of a wind farm, with a special emphasis on CM, was also determined using the CDF. The influence of the wind output variations on the congestion price, which is related to both the LMPs and the NCPs, was analyzed. The VSM, ALC, and TML were employed as measures of voltage stability. To illustrate its effectiveness, the proposed approach was both demonstrated and compared to the conventional OPF and VSCOPF using the modified IEEE-24 bus system with wind farms. The simulation results revealed that the P-VSCOPF achieved discernible advantages over all of the other OPF methods. It was able to not only minimize the LMP differences and lower the NCP for CM but also increase the VSM. Therefore, the information provided by the proposed approach can be useful in both the planning and operation of various power systems. 
In this paper, a probabilistic, multi-objective approach for CM that considers both voltage stability and wind energy was proposed. P-VSCOPF was formulated as a multi-objective problem not only for maximizing social welfare but also for improving the voltage stability margin. It can be used to assist both ISOs and planners in visualizing the nonlinear relationships between power transfer levels and voltage stability margins via the MOPSO algorithm. MCSs were applied to select the input variables of both wind speed and load by using the probability distribution functions. The problem was solved using 1000 trials of an MCS. The VSI was calculated to increase the accuracy of the sorting and ranking technique in the contingency analysis. The optimal location of a wind farm, with a special emphasis on CM, was also determined using the CDF. The influence of the wind output variations on the congestion price, which is related to both the LMPs and the NCPs, was analyzed. The VSM, ALC, and TML were employed as measures of voltage stability. To illustrate its effectiveness, the proposed approach was both demonstrated and compared to the conventional OPF and VSCOPF using the modified IEEE-24 bus system with wind farms. The simulation results revealed that the P-VSCOPF achieved discernible advantages over all of the other OPF methods. It was able to not only minimize the LMP differences and lower the NCP for CM but also increase the VSM. Therefore, the information provided by the proposed approach can be useful in both the planning and operation of various power systems. Author Contributions: Jin-Woo Choi proposed the content of this paper and Mun-Kyeom Kim coordinated the proposed manuscript approach.
Conflicts of Interest:
The authors declare no conflict of interest. Expected value of probability variable w Weighting factor P w,rated Rated power of wind turbine P WF,i
Nomenclature
Constants
Active power output of wind farm at bus i P WF,n Active power of nth wind turbine ∆P n Variation in active power of nth bus P G , P L Power outputs of generator and load, respectively P G o , P L o Current power outputs of generator and, respectively P S , P D Supply and demand bid volumes (in MW), respectively C S , C D Bid prices for supply and demand (in $/MWh) Q G Generator reactive power ∆P i c j c
Variation of power flow in critical condition P ij , P ji Power flowing through lines in both directions V i , V j Voltage magnitude at buses i and j, respectively I ij , I ji Line currents in both directions P SNB 
Appendix A. Derivation of CDF
The real power flow on line k connected between bus i and bus j is formulated as [30] :
Applying the approximation of a Taylor series expansion and ignoring the effects of the remaining higher-order terms, Equation (A1) gives
Equation (A2) can be rewritten as
The coefficients in Equation (A3) are formulated from the partial derivatives of the real power injection corresponding to the variables δ and V and given as a ij = V i V j Y ij sin(θ ij + δ j − δ i ),
The Newton-Raphson Jacobian relationship is considered in determining the CDFs as
Taking the coupling between ∆P-∆δ and ∆Q-∆δ into consideration and assuming that the reactive power flows are constant (i.e., ∆Q = 0), the power injections variations can be expressed by 
